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HVAC WORK LAYOUT

1
BRM 12/2011

528A5-12-504
1

RENOVATE B-1C
SPECIALTY CLINICS

2949

128 CFM
NEUTRAL

133 CFM
NEUTRAL

105 CFM
NEUTRAL

105 CFM
NEUTRAL

56 CFM
NEUTRAL

65 CFM
NEUTRAL

102 CFM
NEGATIVE

63 CFM
POSITIVE

150 CFM
NEUTRAL

162 CFM
NEUTRAL

125 CFM
NEUTRAL

128 CFM
NEUTRAL

60 CFM
NEUTRAL

70 CFM
NEUTRAL 172 CFM

NEUTRAL

152 CFM
NEUTRAL

77 CFM
POSITIVE

80 CFM
NEUTRAL

86 CFM
NEUTRAL

43 CFM
NEUTRAL

92 CFM
NEUTRAL

101 CFM
NEUTRAL

69 CFM
NEUTRAL

71 CFM
NEUTRAL

NEW DUCT-
8" DIA. NEW DUCT-

6" DIA.

REWORK DUCT
AS NECESSARY

NEW DUCT -
8" DIA

NEW DUCT
8" DIA.

REWORK DUCT
AS NECESSARY

NEW DUCT -
10" DIA.

REWORK
DUCT

12X12

2'X2' RETURN
TYP.

30x14

36x8

20X12

18x10

NEW DUCT
6" DIA.

NEW DUCT
6" DIA.

NEW DUCT
6" DIA. NEW DUCT

10" DIA.

RETURN

SUPPLY

NEW DUCT -
8" DIA

REWORK DUCT
AS NECESSARY

REWORK DUCT
AS NECESSARY

NEW DUCT
6" DIA.

NEW DUCT
10" DIA.

NEW DUCT
6" DIA.

REWORK DUCT
AS NECESSARY

REWORK DUCT
AS NECESSARY

16x10

16X12

NEW DUCT -
6" DIA. REWORK DUCT

AS NECESSARY

NEW DUCT-
8" DIA.

NEW DUCT
12" DIA.

SUPPLY

RETURN

NOTE:
1. ALL ROUND DUCT SHOWN IS FOR AREA

REFERENCE ONLY. DUCT CAN BE RECTANGULAR
OF EQUAL AREA.

2. ALL WORK TO BE COMPLETED WITHIN THE
CONSTRUCTION PHASE. THE SYSTEM MUST BE
ABLE TO CONTINUE TO PROVIDE THE CORRECT
AIR CHANGES TO THE COMPLETED PHASE(S)
WHILE THE NEXT PHASE IS IN
CONSTRUCTION.

3. ALL WORK TO BE COMPLETED OFF-HOURS.


